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INSTALLATION INSTRUCTIONS

FOR USE WITH
PANDUCT   

TYPES F, G, FS,
AND D DUCT

SOLID /SLOTTED DUCT DIVIDER WALL
 AND MOUNTING DISCS

INSTALLATION OF SOLID/SLOTTED DIVIDER WALL AND MOUNTING DISCS

REMOVING FINGERS ON SLOTTED DIVIDER WALL

REMOVING SECTIONS FROM  SLOTTED DIVIDER WALL  WITH DNT-100 TOOL

DNT-100

 PART NUMBERS; DB-C, DNT-100, D1H6, D1.5H6, D2H6, D3H6, D4H6, SD2H6, SD3H6, SD4H6

12” MAXIMUM AND
2” FROM EITHER 
END (300mm)

INSTRUCTION SHEET RW31C

DB-C
#8, #10,

M4, or M5
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